An experimental study was conducted in a room resembling an office in a laboratory environment. The study involved investigating the ability of corner-placed stratum ventilation in order to evaluate the ventilation's effectiveness and local thermal comfort. At fixed positions, the air temperature, air velocity, turbulence intensity, and tracer gas decay measurements were carried out. The results show that corner-placed stratum ventilation behaves very similar to a mixing ventilation system when considering air change effectiveness. The performance of the system was better at lower supply air flow rates for heat removal effectiveness. For the heating cases, the draught rates were all very low, with the maximum measured value of 12%. However, for the cooling cases, the maximum draught rate was 20% and occurred at ankle level in the middle of the room.
Introduction
Ventilation systems play an important role in creating an acceptable microclimate in the indoor environment. Today, people spend more than 90% of their time in an artificial indoor environment [1, 2] . An acceptable thermal environment and air quality in indoor spaces such as dwellings and workplaces have been linked to higher productivity and the general wellbeing of the occupants. Bako-Biro et al. [3] found that adequate ventilation rates significantly improved thermal comfort and indoor air quality, which in turn enhanced the performance of pupils in schools. On the other hand, a poor indoor environment has been linked to problems such as the 'sick building syndrome' [2] . Indoor air pollution which is greatly influenced by particulate matter has been shown to increase with insufficient ventilation rates and air flow patterns that create stagnation zones within the occupied zone of the indoor environment. The ability of particles to significantly affect indoor air quality is dependent on the airborne particle concentration, size distribution, and chemical or biological composition [4] .
The ventilation system is one of the components in a building that requires a lot of energy. This issue is important to address, since buildings accounted for roughly 22% of total world energy use in 2016 [5] . Achieving thermal comfort and good health of the building occupants with minimized use of energy is the core principal of HVAC systems [6] . It has been demonstrated that the use of advanced air distribution systems like stratum ventilation (SV) and displacement ventilation (DV) in specific configurations can reduce carbon emissions up to 31.7% and 23.3%, respectively [7] . Increasing the ventilation's effectiveness significantly reduces occupants' exposure to particles in the indoor environment [8] . The enhancement of ventilation, i.e., increasing the air change rate is an efficient measure to additionally reduce the pollutant load in indoor spaces [1] . and 25%, respectively. Lin et al. [18] attributed this energy saving to the reduction in ventilation and transmission loads coupled with increased COP of chillers used in SV systems.
According to the proposed performance evaluation and design guidelines for the SV, the recommended room temperatures are between 25.5 • C and 27 • C reliant on the activity level and clothing insulation value. For better performance, recommended supply air temperature of 21 • C can be utilized as the preliminary value. Depending on the level of thermal comfort, supply air temperatures of between 20 • C and 23 • C can also be used [13] . To minimize the risk of draught and cross contamination, the supply air velocity and location of the air supply and exhaust terminal devices must be optimized to break the boundary layer around the occupant's body. The location of the exhaust air terminal can be at elevation either below or above the supply air terminal [19] . A study by Fong et al. [19] to evaluate the thermal conditions in a classroom using three ventilation methods showed that SV could provide satisfactory thermal comfort level at room temperature up to 27 • C. The study also illustrated that SV used less energy due to lower ventilation load. SV achieved an energy saving of 12% and 9% compared with the MV and DV, respectively. Furthermore, the energy use by three ventilation systems was examined for an office, classroom and retail shop in Hong Kong. The results revealed that the year-round energy use by the SV was lower than that for MV and DV [19] . To ascertain the thermal and ventilation performance of the SV, Tian et al. [12] experimentally investigated the influence of air speed, temperature and CO 2 concentration in an office equipped with SV. The results of the study indicated that the values of PMV, predicted percentage of dissatisfied (PPD) and percentage dissatisfied due to draught (PD) conformed to the requirements of ISO 7730 and ASHRAE 55-2010 standards. The supply air temperature of 21 • C was found to provide better thermal comfort than air supplied at 19 • C. The ventilation effectiveness was close to 1.5 and the ventilation system was expected to provide better IAQ in an efficient way [13, 21] .
The overall aim of this study is to evaluate the influence of supply air temperature and supply airflow rates on the ventilation effectiveness and local thermal comfort of a corner-placed stratum ventilation system (CSV) in a medium sized office room. The goal of the study is to evaluate how SV operates when the supply inlets are placed in a corner configuration. This research is important since it will expand on previous research performed on this ventilation system which have yielded good results in terms of thermal comfort and ventilation effectiveness. This will be the first study to evaluate SV by placing the supply inlets in two corners of an office environment. The specific objectives are:
•
To conduct experimental study involving the tracer gas technique in order to determine different ventilation effectiveness indices: local air change index, air exchange efficiency and temperature effectiveness.
To carry out measurements of the air velocity and temperature in the office room in order to determine the thermal comfort conditions. •
To conduct flow visualization to ascertain the airflow pattern in the office room.
This study evaluates the suitability of CSV for both cooling and heating applications. Additionally, this research is also a follow-up to two previous studies by Ameen et al. [22, 23] in terms of evaluating different air distribution systems when their supply inlets are place in the corners of an office room.
Theory and Mathematical Models
This section provides the various key definitions of indoor climate indices which are used in this study. Since this study has a similar methodology and execution as two previous studies [22, 23] , a more in-depth explanation of these definitions can be found in those articles.
According to ISO 7730 [24] , the draught rate (DR) quantifies the discomfort a person experiences due to unwanted cooling of the human body. This index is a function of air velocity, air temperature and turbulent intensity.
Percentage dissatisfied (PD) is related to the local discomfort due to a high vertical air temperature difference between head and ankle. In this study, the temperature difference, ∆T 0.1-1.1 between the ankle level (0.1 m) and the neck level for a seated person (1.1 m) is used. Temperature effectiveness (ε T ) [22, [25] [26] [27] is a parameter that is used to evaluate the effectiveness of heat removal and is defined by
where T 0.1,0.6,1.1 is the arithmetic mean air temperature of the heights 0.1, 0.6, and 1.1 m, T o is the outlet air temperature, and T i is the supply air temperature. In the case of evaluating how effective space heating is in a location during heating mode [23, 28] , the following equation can be used
If ε T > 1, this indicates that the temperature in the occupied zone is higher than the outlet. If ε T < 1, this indicates that the temperature in the occupied zone is lower than the outlet which means lower utilization of the heat from the ventilation system to the occupied zone. For a perfect mixing ventilation system ε T = 1. The evaluation of ventilation effectiveness can be performed in several ways. Two frequently used indices related to IAQ are air exchange effectiveness (AEE) and air change effectiveness (ACE) [29] [30] [31] .
The inlet Archimedes number (Ar i ) [22, 32] is a measure of the relative importance of buoyant and inertia forces. Ar i is important in building airflows because it combines two important ventilation design parameters, i.e., supply air velocity and room temperature difference. A negative Ar i value indicates that supply air is flowing downwards towards the floor and a positive value indicates that the it is rising towards the ceiling.
Experimental Set-up and Procedure
The study was conducted in one of the test rooms in a laboratory at the University of Gävle. The mock-up office closely resembled the features of the modern office with one exterior wall and three interior walls. The dimensions of the test room were 7.2 m × 4.1m × 2.7 m (L × W × H). The composition of the wall from inside to outside was: 15 mm wood sheet, 35 mm air gap, 15 mm wood sheet, 190 mm insulation, and 5 mm wood sheet. The floor and main ceiling were insulated by a 150 mm thick layer of mineral wool and covered by a layer of plastic sheet to minimize air infiltration. The test room had a suspended ceiling made of 60 cm × 60 cm fiberglass tiles which were hanging 31 cm below the main ceiling. It had three windows located on the northern wall of the test room built in direct connection with a climate chamber. The mock-up office mimicked a shared office with two workstations. The workstations, which were placed about 3.6 m from the air inlet terminals, comprised a table, chair and a seated thermal mannequin each. Each thermal mannequin was made of galvanized tube of 0.32 m diameter covered with fabric to emit the same radiation as an ordinary human being. It had the same area as a human body and produced 100 W. The computer at each workstation was simulated by a 75 W lamp placed inside metallic black cylinder. The total internal heat generated was 350 W. Figure 1 shows the experimental set up of the mock-up office. As a side note, this setup has been evaluated with other types of air distribution systems by the same authors [22, 23] . Figure 1 shows the positions of the workstations and the heat sources in relation to the air supply terminals. It also indicates the positions of the measurements for temperature and velocity along with the tracer gas sampling points. The tracer gas sampling points are denoted by letter T along with the position number, e.g., T1, while the points for temperature and velocity measurement are denoted by P such as P1. The air distribution system had one main inlet which subsequently was divided into two final inlets in the test room. Rectangular straight grill air inlet terminals with dimensions 175 mm × 127 mm each placed at 1.3 m from floor surface to the centreline of the grilles. The effective area of each inlet terminal, excluding the surface area of the grill was 198 cm 2 . The air inlet terminals were placed at the corners of the wall adjoining the south wall. There was only one exhaust terminal located in the ceiling near the northern wall of the room. Figure 1 illustrates the details of the air supply terminals.
Fifteen cases were investigated involving three nominal supply air temperature setpoints: 17.7 °C, 21 °C and 25 °C. At each supply air temperature, five different airflow rates were investigated, i.e., 30, 40, 50, 60 and 70 l/s. The details of the inputs to the different cases are shown in Table 1 . The temperature set points are similar to previous studies made with the same setup [22, 23] . Setpoints 17.7 and 21 °C are evaluated through case C1-10 where 'C' denotes cooling mode and 25 °C is evaluated through case H1-5 where 'H' denotes heating mode. Figure 1 shows the positions of the workstations and the heat sources in relation to the air supply terminals. It also indicates the positions of the measurements for temperature and velocity along with the tracer gas sampling points. The tracer gas sampling points are denoted by letter T along with the position number, e.g., T1, while the points for temperature and velocity measurement are denoted by P such as P1. The air distribution system had one main inlet which subsequently was divided into two final inlets in the test room. Rectangular straight grill air inlet terminals with dimensions 175 mm × 127 mm each placed at 1.3 m from floor surface to the centreline of the grilles. The effective area of each inlet terminal, excluding the surface area of the grill was 198 cm 2 . The air inlet terminals were placed at the corners of the wall adjoining the south wall. There was only one exhaust terminal located in the ceiling near the northern wall of the room. Figure 1 illustrates the details of the air supply terminals.
Fifteen cases were investigated involving three nominal supply air temperature setpoints: 17.7 • C, 21 • C and 25 • C. At each supply air temperature, five different airflow rates were investigated, i.e., 30, 40, 50, 60 and 70 L/s. The details of the inputs to the different cases are shown in Table 1 . The temperature set points are similar to previous studies made with the same setup [22, 23] . Setpoints 17.7 and 21 • C are evaluated through case C1-10 where 'C' denotes cooling mode and 25 • C is evaluated through case H1-5 where 'H' denotes heating mode.
The concentration decay tracer gas method using SF 6 gas was used in the study. The tracer gas measurements were conducted using the INNOVA 1302 gas monitor and INNOVA 1303 multi-channel sampling unit being augmented by the INNOVA 7260 software installed on the laboratory computer. The INNOVA multi-channel sampling unit has six channels which enabled the measurement of the concentration of the tracer gas at six different positions in the room. The sampling points were strategically selected with one point located in the exhaust. The remaining sampling points were all placed at the breathing zone level, i.e., height of 1.1 m from the floor surface. Positions T1, T2, and T5 were placed in a straight line along the centreline of the room. Position T4 was on the table in front of the thermal mannequin and position T3 was placed on the right-hand side of one thermal mannequin. Position T6 was placed in the exhaust. Due to the limitation of the measuring equipment, no sampling was done near the other mannequin. However, this shortfall has no effect on the results since symmetry of the room was assumed. Before any tracer gas measurements, all the visible air passages were sealed and the room was tested for any leakages-it was found to be acceptably airtight for tracer gas measurements. Figure 2 shows the configuration of the tracer gas sampling points in the test room. The concentration decay tracer gas method using SF6 gas was used in the study. The tracer gas measurements were conducted using the INNOVA 1302 gas monitor and INNOVA 1303 multichannel sampling unit being augmented by the INNOVA 7260 software installed on the laboratory computer. The INNOVA multi-channel sampling unit has six channels which enabled the measurement of the concentration of the tracer gas at six different positions in the room. The sampling points were strategically selected with one point located in the exhaust. The remaining sampling points were all placed at the breathing zone level, i.e., height of 1.1 m from the floor surface. Positions T1, T2, and T5 were placed in a straight line along the centreline of the room. Position T4 was on the table in front of the thermal mannequin and position T3 was placed on the right-hand side of one thermal mannequin. Position T6 was placed in the exhaust. Due to the limitation of the measuring equipment, no sampling was done near the other mannequin. However, this shortfall has no effect on the results since symmetry of the room was assumed. Before any tracer gas measurements, all the visible air passages were sealed and the room was tested for any leakages-it was found to be acceptably airtight for tracer gas measurements. Figure 2 shows the configuration of the tracer gas sampling points in the test room. The SF6 gas was injected into the test room at a concentration of around 350 ppm and the automatic circulating movable fans were operated for the first three minutes to ensure thorough mixing. In order to enhance mixing, the SF6 gas was injected at multiple points in the room at a height of about 1.8 m. Gas chromatography was used to measure the concentration of the gas in air samples.
In each tracer gas test, air samples were collected via a pump connected to the gas chromatography unit. Measurements were performed two times for about four hours each session and the average The SF 6 gas was injected into the test room at a concentration of around 350 ppm and the automatic circulating movable fans were operated for the first three minutes to ensure thorough mixing. In order to enhance mixing, the SF 6 gas was injected at multiple points in the room at a height of about 1.8 m. Gas chromatography was used to measure the concentration of the gas in air samples. In each tracer gas test, air samples were collected via a pump connected to the gas chromatography unit. Measurements were performed two times for about four hours each session and the average deviation between the two measurements was less than 2%. The uncertainty of measurements of mean age of air was ± 2.5%. Although, this value can increase when including airflow variation, pressure balancing and air leakage. The uncertainty of ACE in this study was estimated to be in compliance with Appendix E of ASHRAE Standard 129 [29] . The final estimated uncertainty of measured values of ACE was around 7% which was based on the negligible air leakage and the measuring accuracy of the equipment. Other laboratory studies [22, 23, 33, 34] have shown similar results in estimated uncertainty for tracer gas measurements.
The temperature and velocity at selected points were measured using the low-velocity Omni-directional thermistor anemometer type CTA88. The thermistors were connected to a multi-channel logger and were recorded on a personal computer on which LabVIEW program was installed. A total of seven different positions in the room were used for the measurement of the temperature and velocity using the thermistors. For positions represented by points P-1 to P4, measurements were performed at four different heights, i.e., 0.1, 0.6, 1.1 and 1.7 m from the floor surface. For locations P6 and P7, measurements were taken at heights 1.1 and 1.7 m from the floor surface. At point P5, measurements were taken at 0.1, 0.3, 0.6, 0.8, 1.1, 1.4 and 1.7 m from the floor surface. Figure 2 shows the positions in the room at which the air temperature and velocity were measured. All the thermistors were calibrated in a low-velocity calibration unit before use to ensure accurate results. The sampling interval for all measurements was 600 s. The velocity was measured with an accuracy of ± 0.05 m/s excluding directional error with the response time of 0.2 s to 90% of a step change. The uncertainty of temperature measurements was ± 0.2 • C with the response time of 12 s to 90% of value in still air. The surface temperatures for the wall, ceiling, and window were measured using the T-type (copper-constantan) thermocouples connected to an Agilent 34970A data logger and computer. The same type of thermocouples was used to measure the temperature supply air in the main inlet and the two final supply inlets. The calibration of the thermocouples and logger was carried out before and after the measurements to ensure that the accuracy was within the expected range. The climate chamber was maintained at −6.2 ± 0.3 • C during measurement periods for the heating cases. Two cooling units were used to provide an even cooling of the air inside the chamber. The unintended heat losses from the office to the surroundings has been already evaluated in a previous study and has shown to be within acceptable limits [23] .
Results and Discussion
In this section the flow pattern visualization is presented for 50 L/s. The measured velocity, temperature and draught rate are presented for all positions except for P2, P4 and P6 as the values for these positions are symmetrical to their counterparts, P1, P3 and P7.
Flow Pattern and Thermal Conditions
The representative figures for the flow patterns created by the ventilation system at three nominal supply setpoints using the air supply flow rate of 50 L/s are shown in Figure 3 . It is clear from Figure 3a , that supplying at 17.7 • C, the airflow quickly tends towards the floor and this tendency decreases with increasing supply temperature. Such behaviour of air inflow has been associated with the SV system in other studies [13] . When supply air temperature was set at 21.4 • C, similar trend was observed as the previous setpoint. For the nominal supply temperature of 25.3 • C, as shown in Figure 3c , at a supply air temperature higher than the room air, much of the supply air remains in the breathing zone and heights above the breathing zone. The created air flow patterns might cause short cut ventilation and stagnation points of the room leading to low ventilation effectiveness [30] . These airflow patterns are also reflected in the Ar i values presented in Table 1 . Temperatures recorded for positions P1, P3, P5 and P7 for cooling cases are shown in Figure 4 . Figure 4a ,b show that the vertical temperature profiles in position P1 and P3, looks very similar to one another. C1-5 show overall lower temperatures compared with cases that had higher inlet setpoints, C6-10. Also, C1-5 show a correlation between higher flow rates and lower temperatures. At the breathing level (1.1 m), slightly lower temperatures were recorded compared to 1.7 m level, and this result is similar to that obtained in other studies [12] . Another observation is that there is a very small vertical temperature difference between head and ankle levels, and the existence of lower temperature in the breathing zone level than in the upper levels of the occupied zone in SV system have been reported in other studies [10, 13, 35, 36] . When the nominal supply air temperature was increased to 21 • C, the stratification phenomenon is maintained, but a smaller vertical air temperature difference occurs at 0.5 • C for C6 and about 0.25 • C for C10. At high air flow rates using the nominal supply air temperature of 21 • C, the temperature distribution is similar to a MV system which has nearly uniform temperature distribution [22] .
Buildings 2019, 9, Temperatures recorded for positions P1, P3, P5 and P7 for cooling cases are shown in Figure 4 . Figure 4a and b show that the vertical temperature profiles in position P1 and P3, looks very similar to one another. C1-5 show overall lower temperatures compared with cases that had higher inlet setpoints, C6-10. Also, C1-5 show a correlation between higher flow rates and lower temperatures. At the breathing level (1.1 m), slightly lower temperatures were recorded compared to 1.7 m level, and this result is similar to that obtained in other studies [12] . Another observation is that there is a very small vertical temperature difference between head and ankle levels, and the existence of lower temperature in the breathing zone level than in the upper levels of the occupied zone in SV system have been reported in other studies [10, 13, 35, 36] . When the nominal supply air temperature was increased to 21 °C, the stratification phenomenon is maintained, but a smaller vertical air temperature difference occurs at 0.5 °C for C6 and about 0.25 °C for C10. At high air flow rates using the nominal supply air temperature of 21 °C, the temperature distribution is similar to a MV system which has nearly uniform temperature distribution [22] . Temperatures recorded for positions P1, P3, P5 and P7 for heating cases are shown in Figure 5 . When the nominal supply air temperature was 25 °C, a trend of increasing temperature from the ankle level to the head level was observed. The vertical air temperature difference between the 0.1 m and 1.1 m was highest for the case with lowest air flow rate, i.e., H1 which had 1.25 °C and least with H5 of less than 0.1 °C at P5. P1 which is close to the inlets shows lower stratification than its counterpart on the other side of the room, P3. P3 is affected heavily by the external wall and the cold windows. The cold windows are generating a downdraught flow which is impacting the general airflow in the office room, which is also shown in other studies [23, [37] [38] [39] . Temperatures recorded for positions P1, P3, P5 and P7 for heating cases are shown in Figure 5 . When the nominal supply air temperature was 25 • C, a trend of increasing temperature from the ankle level to the head level was observed. The vertical air temperature difference between the 0.1 m and 1.1 m was highest for the case with lowest air flow rate, i.e., H1 which had 1.25 • C and least with H5 of less than 0.1 • C at P5. P1 which is close to the inlets shows lower stratification than its counterpart on the other side of the room, P3. P3 is affected heavily by the external wall and the cold windows. The cold windows are generating a downdraught flow which is impacting the general airflow in the office room, which is also shown in other studies [23, [37] [38] [39] . Buildings 2019, 9, In the investigation of the CSV's ability to provide cooling, the influence of air flow rates was observed; lower temperatures were measured at higher air flow rates. Thus, C5 and C10 showed the lowest temperatures while cases C1 and C6 recorded the highest temperatures in cooling mode as shown in Figure 4 for each temperature setpoint. Relatively larger vertical air temperature difference occurs at lower air flow rates due to lower mixing and this behaviour in SV has been reported in other studies [40] . In assessing the ability of CSV to provide heating in winter climatic conditions, the climate chamber was used. The opposite was observed where the temperature increased with increase in air flow rate with H5 recording highest temperature and H1 the least as indicated in Figure  5 . The general trend was that a greater vertical air temperature difference between 0.1 and 1.1 m occurred for the lowest airflow rate at all the nominal supply air temperature setpoints. Figure 6c illustrates a general trend of decreasing velocity with increase in height under the condition of nominal supply air temperature of 17.7 °C and 21 °C for P5. Highest velocities are recorded at ankle level (0.1 m) and lowest at breathing zone level. This behaviour is attributed to the airflow pattern created in which the relatively cool supply air tends towards the floor while still retaining the high supply momentum. As can be seen in Figure 6c , the values of velocity measured at the breathing zone of a seated sedentary worker in the occupied zone, i.e., at 1.1 m from the ground are all below 0.2 m/s. Lower velocities (less than 0.1 m/s) are measured at the work station above the table which are represented by P7. The velocity conditions in the occupied zone at the breathing zone level all satisfy the design criteria of the maximum mean velocity recommended by ISO 7730 [24] .
Position P5 recorded relatively high velocities under all conditions because of its central location and one possible explanation is that the air flow is slightly reinforcement following the coalescing of two air streams from the two air inlet terminals. It worth noting that the results were not perfectly symmetrical for two cases at P1 and P2. Although this should be symmetrical in theory, the authors believe that this is related to maybe some small misalignment of the supply inlets and in combination with a very high flowrate (70 l/s) the main pathway is changed slightly for one of the inlets and it gets In the investigation of the CSV's ability to provide cooling, the influence of air flow rates was observed; lower temperatures were measured at higher air flow rates. Thus, C5 and C10 showed the lowest temperatures while cases C1 and C6 recorded the highest temperatures in cooling mode as shown in Figure 4 for each temperature setpoint. Relatively larger vertical air temperature difference occurs at lower air flow rates due to lower mixing and this behaviour in SV has been reported in other studies [40] . In assessing the ability of CSV to provide heating in winter climatic conditions, the climate chamber was used. The opposite was observed where the temperature increased with increase in air flow rate with H5 recording highest temperature and H1 the least as indicated in Figure 5 . The general trend was that a greater vertical air temperature difference between 0.1 and 1.1 m occurred for the lowest airflow rate at all the nominal supply air temperature setpoints. Figure 6c illustrates a general trend of decreasing velocity with increase in height under the condition of nominal supply air temperature of 17.7 • C and 21 • C for P5. Highest velocities are recorded at ankle level (0.1 m) and lowest at breathing zone level. This behaviour is attributed to the airflow pattern created in which the relatively cool supply air tends towards the floor while still retaining the high supply momentum. As can be seen in Figure 6c , the values of velocity measured at the breathing zone of a seated sedentary worker in the occupied zone, i.e., at 1.1 m from the ground are all below 0.2 m/s. Lower velocities (less than 0.1 m/s) are measured at the work station above the table which are represented by P7. The velocity conditions in the occupied zone at the breathing zone level all satisfy the design criteria of the maximum mean velocity recommended by ISO 7730 [24] .
The velocity measured when the supply air temperature was 25.3 °C are shown in Figure 7 . These velocities are heavily affected by the cold downdraught from the windows. In Figure 7c at P5, higher supply air flow rates create a uniform velocity profile whilst the lower flowrates are rising upwards before reaching P5. In addition, the higher flow rates create much more mixing and greater entrainment from the surrounding room air, which results in a very low temperature stratification as seen in Figure 5c . The draught rate was used to assess the local discomfort due to air movements. Figure 8 shows the draught rate at P1, P3, P5 and P7 for the cooling cases, C1-10. As expected, the draught rate percentage follows the trend of the magnitude of the velocity where it is highest at ankle level and lowest at 1.7 m height for nominal supply air temperature of 17.6 °C. Higher draught rate levels in SV systems have been associated with supply air temperatures below 21 °C [41] . When the nominal supply air temperature was at 17.6 °C, the maximum draught rate was 20% and occurred at ankle level at P5 as shown in Figure 8c . This is due to the high velocity experienced at the position due to amalgamation of the two air streams as mentioned previously. Position P5 recorded relatively high velocities under all conditions because of its central location and one possible explanation is that the air flow is slightly reinforcement following the coalescing of two air streams from the two air inlet terminals. It worth noting that the results were not perfectly symmetrical for two cases at P1 and P2. Although this should be symmetrical in theory, the authors believe that this is related to maybe some small misalignment of the supply inlets and in combination with a very high flowrate (70 L/s) the main pathway is changed slightly for one of the inlets and it gets closer to the CTA probe on one side compared to the other side. At P5, the velocity measured at 1.4 m is slightly higher than that at 1.1 m. A possible reason for this is that the air circulation created by the nearby thermal plumes.
The velocity measured when the supply air temperature was 25.3 • C are shown in Figure 7 . These velocities are heavily affected by the cold downdraught from the windows. In Figure 7c at P5, higher supply air flow rates create a uniform velocity profile whilst the lower flowrates are rising upwards before reaching P5. In addition, the higher flow rates create much more mixing and greater entrainment from the surrounding room air, which results in a very low temperature stratification as seen in Figure 5c . Increasing the nominal supply air temperature to 21.0 °C showed a slight decrease in draught rate. However, a slight increase is observed at height of 1.4 m. The maximum draught rate which occurs at the ankle level is at 16%. As for the other positions, they follow the same patterns as the velocity profiles.
At the nominal supply air temperature of 25.3 °C for the heating cases, the draught rates all were very low compared to the cooling cases. The maximum draught rate obtained was about 12% at P5. The draught rate was used to assess the local discomfort due to air movements. Figure 8 shows the draught rate at P1, P3, P5 and P7 for the cooling cases, C1-10. As expected, the draught rate percentage follows the trend of the magnitude of the velocity where it is highest at ankle level and lowest at 1.7 m height for nominal supply air temperature of 17.6 • C. Higher draught rate levels in SV systems have been associated with supply air temperatures below 21 • C [41] . When the nominal supply air temperature was at 17.6 • C, the maximum draught rate was 20% and occurred at ankle level at P5 as shown in Figure 8c . This is due to the high velocity experienced at the position due to amalgamation of the two air streams as mentioned previously.
Increasing the nominal supply air temperature to 21.0 • C showed a slight decrease in draught rate. However, a slight increase is observed at height of 1.4 m. The maximum draught rate which occurs at the ankle level is at 16%. As for the other positions, they follow the same patterns as the velocity profiles.
At the nominal supply air temperature of 25.3 • C for the heating cases, the draught rates all were very low compared to the cooling cases, as seen in Figure 9 . The maximum draught rate obtained was about 12% at P5.
Increasing the nominal supply air temperature to 21.0 °C showed a slight decrease in draught rate. However, a slight increase is observed at height of 1.4 m. The maximum draught rate which occurs at the ankle level is at 16%. As for the other positions, they follow the same patterns as the velocity profiles.
At the nominal supply air temperature of 25.3 °C for the heating cases, the draught rates all were very low compared to the cooling cases. The maximum draught rate obtained was about 12% at P5. The local discomfort due to the vertical temperature difference at P1-P5 in the room was analysed using the PD. Table 2 shows the average PD values for all cases. The general trend of decreasing PD with increase in air flow rates is observed in all the cases. As can be seen from the results, all cases conform to requirements of Category A of ISO 7730 on thermal environments [24] . The local discomfort due to the vertical temperature difference at P1-P5 in the room was analysed using the PD. Table 2 shows the average PD values for all cases. The general trend of decreasing PD with increase in air flow rates is observed in all the cases. As can be seen from the results, all cases conform to requirements of Category A of ISO 7730 on thermal environments [24] . The local discomfort due to the vertical temperature difference at P1-P5 in the room was analysed using the PD. Table 2 shows the average PD values for all cases. The general trend of decreasing PD with increase in air flow rates is observed in all the cases. As can be seen from the results, all cases conform to requirements of Category A of ISO 7730 on thermal environments [24] . 
Ventilation Effectivesness
The temperature effectiveness ε T was used to assess the heat removal capacity of CSV. Table 3 shows the average values of the heat removal effectiveness for all the cooling cases investigated, C1-10. Table 3 shows that the heat removal effectiveness decreases with increase in air flow rates generally for all cases. At supply air temperature of 17.6 • C, higher efficiencies are recorded for lower air flow rates represented by cases C1 and C2 which closely match the result obtained by other laboratory studies [22] . This result suggests that lower air flow rates can be used to provide cooling and is in line with some features of stratum ventilated spaces reported by some researchers [19, 35] .
There is a slight increase in the heat removal effectiveness for cases C6 to C8 and decrease for the remaining cases when the nominal supply temperature is increased to 21 • C. This result indicates the potential of energy saving that can be achieved by supplying air at low flow rates at relatively higher temperature. The heat removal effectiveness obtained in cases C1, C2, C6 and C7 shown in Table 3 are very close to those reported for the corner displacement and corner impinging jet ventilations systems [22] . In cooling mode, cases C1 and C6 provided the best heat removal effectiveness for each respective setpoints.
The assessment of CSV to provide heating is shown in Table 4 . The table shows a general trend of increasing effectiveness of heating the space with increasing air flow rates. However, all points in the room except position P7 which represent the workstation have the temperature effectiveness less than 1. This indicates underutilization of the ventilation system. This result is lower than the ventilation effectiveness obtained for both mixing and stratum ventilation systems in other studies [36] . This assessment is strengthened by the results of the air exchange efficiency shown in Table 5 which are predominantly below 50%. This indicates that the CSV in heating mode performed less than a MV system. 1 The location was in the occupied zone close to the mannequin, as also shown in Figure 2 . 2 ACE avg is the average ACE value for the measuring points T1-T5.
To evaluate the overall ventilation effectiveness at individual positions and for the whole room, ACE p , ACE avg , and AEE were used. The results of these indices are presented in Table 5 . Under the nominal supply air temperature of 17.6 • C, all the positions show the ACE avg slightly greater than 1. Slightly higher ACE avg indices are obtained for low air flow rates, from C1 to C3. This trend illustrates that CSV configuration performs better at lower flow rates. The air exchange efficiency for the mixing ventilation system is 50 %, for displacement system between 50% and 100%, hence the system at this supply air temperature system had the features of MV system. When the supply air temperature was increased to 21.0 • C, similar values for the local air change index were obtained as those at 17.6 • C. However, lower values for the AEE were obtained, slightly below 50%. This gave an indication of some unwanted ventilation occurrences like short-cut ventilation and possibly existence of stagnation zones within the room. The relatively high supply temperature created a flow pattern where some portion of the supplied air did not pass through the lower parts of the room but flowed direct to the higher parts of the room. In this study, only the supply air temperature was increased without any corresponding increase in the room air temperature.
Under the supply air temperature of 25.3 • C, most positions in the room indicated ACE avg around 1. This indicates a that the performance of the system was around that of a MV system.
From previous studies by other researchers, the ventilation effectiveness of the SV system obtained was between 1.42 and 1.5 [12] . For design purposes the ventilation effectiveness of 1.4 is recommended [13] . The highest local ACE and AEE values obtained for the system were 1.15 and 53%, respectively. These results correlated with low air flow rates i.e., from 30 L/s to 50 L/s. SV system has been associated with better performance at low supply flow rates [36] . The results obtained closely relate to those obtained for the corner mixing ventilation system in previous laboratory study for the cooling mode [22] . This can be attributed to the location of the air inlet devices which were in the corners and far from the occupants; the air reached the occupants after mixing with the room air. The location of the air inlet terminals relative to the occupants has been seen to have significant effect on the mean age of air and contaminant removal performance of the SV system [15] . For better performance of the SV system regarding ACE, a short distance between the occupant and the air supply terminal is desirable [42] .
Conclusions
The effects of the supply air temperature and supply air flow rates on the performance of the corner stratum ventilation system in a medium sized office was studied. The results show that corner-placed stratum ventilation behaves very similar to a mixing ventilation system when considering air change effectiveness. The performance of the system was better at lower supply air flow rates for heat removal effectiveness and generally higher than that of a typical MV system. For the heating cases, the draught rates were all very low with the maximum measured value of 12%. However, for the cooling cases the maximum draught rate was 20% and occurred at ankle level in the middle of the room. The system satisfied the requirements of the Category A of ISO7730 on thermal environments in terms of PD at all supply air temperature and air flow rate setpoints. A higher temperature gradient was observed for heights greater than 1.1 m and was much pronounced at lower air flow rates for all the nominal supply air temperature setpoints. 
